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R-2514CWATER LINES OWNED BY JONES COUNTY
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WOODROW F. LASSITER, ET UX
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JACKSON, ET AL

ELEANOR JEAN HOLT
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NORMAN HILL

DB 218 PG 847
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ROCHELLE ANITA HOLT, et ux
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UNITED STATES DEPARTMENT OF AGRICULTURE

UNITED STATES DEPARTMENT OF AGRICULTURE

FRANK JENKINS HEIRS

DB 181 PG 494

MB 3 PG 7

PC C SLIDE 37-2

GREEN CO LAND, LLC.

DITCH STORAGE CAPACITY THIS SIDE OF ROAD
THAT COULD BE FLOODED BY LOSS OF
TO WETLANDS AND NO STRUCTURES 
NO PROP. DITCH TO MINIMIZE IMPACTS 
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SEE SHEET 30 FOR -L- PROFILE

NOTE: ALL DRIVES ARE 12’ UNLESS NOTED OTHERWISE.
PAVE ALL DRIVES TO BACK OF TURNOUT RADIUS.
SEE SHEET 2-D FOR DRIVEWAY PROFILE DETAILS.
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33’ OF 6" TRENCHLESS INSTALLATION NOT IN SOIL

299’ OF 6" TRENCHLESS INSTALLATION IN SOIL

METER

RELOCATE WATER

METER

RELOCATE WATER
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RELOCATE WATER

39’ OF 6" TRENCHLESS INSTALLATION NOT IN SOIL

354’ OF 6" TRENCHLESS INSTALLATION IN SOIL

METER

RELOCATE WATER

PROP. 6" VALVE

6" VALVE

113.00’ LT

+63.00 (-L-)

PROP. 6" VALVE
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110.00’ LT

+57.00 (-L-)

PROP. 6" VALVE

6" VALVE

120.00’ LT

+26.00 (-L-)

(TYP.)NCDOT STATIONING 

STATIONING (TYP.)

WATER LINE

STA 29+30+/- TO STA 30+22+/-. 

DITCH BEGINNING AT

BANK OF PROPOSED DRAINAGE

AND 3’-0" MINIMUM FROM TOP

MINIMUM FROM EDGE OF POND

CONTRACTOR SHALL MAINTAIN 10’-0"

SEE SHEETS UC-27 & UC-28

PROP. 1,408’ OF 6" WATER LINE (4)

6" UTILITY PIPE

ABANDON 1,400’ OF
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